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 Why Controlled Switching? 
 Controlled Switching 
     The principle of co-ordinating 

the instant of opening or 
closing of a circuit with a 
specific target point on an 
associated voltage or current 
waveform is called 
“Controlled switching”.  

 Other common terminologies 
applied are         “Synchronized 
Switching” & “Point-on-Wave 
Switching”. 
 

• Uncontrolled Switching 
     When an Uncontrolled/ 

Random  switching is done it 
causes  Re-strikes, Re-ignitions 
during opening operation in 
Shunt reactors 

• High inrush currents during 
closing operation in Power 
Transformers & Reactors 
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Additional capability added to a standard circuit breaker  

Operate the circuit breaker at a precise electrical moment  

Target angle 
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Improvements of : 

the power network stability  

the reliability of the service supplied to customers 

the power quality delivered to the customers 

Reductions of: 

electrical switching transients 

equipment failures 

maintenance costs on the apparatus 

capitalization: lower investments 
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Controls the exact moment the circuit breaker is operated:  

Reduces inrush currents 

Eliminates the high voltage switching transients 

Eliminates pre-insertion resistors: 

Reduce the circuit breaker maintenance costs 

Improve the circuit breaker reliability 

Provides extended circuit breaker monitoring: 

Detection of C/B degradation of performance 

Detection of mechanical/electrical problems  

The circuit breaker becomes a smart device! 
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Synchronization of the mechanical operation of the circuit 
breaker to the source voltage or current 

2 1 

3 

4 

1- Command is received 
2- Command is synchonized 
3- Command is executed 
4- The target point is reached 



 Using patented operating algorithms, the unit 
automatically adjusts C/B operations according to the 
supply voltage, air temperature, pressure of the drive 
mechanism and so on 

 It not only controls C/B switching; it also monitors and 
reports C/B performance, problems and alarms 

Basic Architecture  
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Power Transformer Application 
 765 /400 kV  500MVA Auto transformer 

bank at PGCIL, Tamnar Substation,India 



Power Transformer Application 
CSD installed in the C&R panel of the 

Autotransformer 

CSD 



Power Transformer Application 
Waveform recorded for uncontrolled 

switching. In rush Current 2954 A. 



Power Transformer Application 
 Waveform recorded with Controlled Switching. In 

rush current is 7.08 A, Reduction 0.2 % 
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Dielectric strength/ 
CB contacts gap 

Controlled 
conduction by arc 
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Conduction 
by arc 
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Phase A current zero crossing 

Target 
relative to 
phase A 

Dielectric strength/ 
CB contacts gap 
must be high 
enough at current 
zero crossing 

Arc time should 
be around 135° 
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No current 
flowing allowed 
beyong this 
vertical bar 



18 

Dielectric strength/ 
CB contacts gap 
not high enough at 
current zero crossing 

Current 
flowing 
by arc: 
energy 
dissipated 
in the CB! 



Shunt Reactor Application 
 50 MVAr Line reactor at 400kV PGCIL Maithon 

substation 



Shunt Reactor Application 
CSD Installed in C& R Panel of the Mejia-1 

Line reactor 



Shunt Reactor Application 
Closing waveform uncontrolled switching 

Symmetrical Current is 895 A  



Shunt Reactor Application 
Closing waveform with controlled switching 

Symmetrical Current 87 A. 



Shunt Reactor Application 

Re-ignition during uncontrolled Opening 



Shunt Reactor Application 
Open waveform without re-ignition by 

controlled switching 
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FIELD PROVEN technology  

C/B Manufacturer AGNOSTIC solution  

Applicable to either NEW or EXISTING circuit breakers  

Controlled switching system & CB MONITORING 

One system for all C/Bs + one common interface = LESS TRAINING 

IEC 60870, IEC 61850, MODBUS & DNP3 compatible 
 



Achievements  

Till date more than 450 +  Controlled Switching Devices have 
been successfully  installed & Commissioned in India with 
Power Grid Corporation of India Ltd. being major Power 
Utility ( 400+ CSDs ) 
& other customers  being  EHV Circuit Breaker OEMs like 
 Alstom T&D 
 Siemens Ltd. 
 CG Global 
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